RESPONSE

QUESTION NO. 5

Provide the 1996-1998 monthly and yearly net capacity factors for each generating station and unit owned by or operated by or for CPL.  For this calculation use the NERC formula:



NCF = [NAG/(PH*NMC)]100



NCF = 
Net Capacity Factor

NAG = 
Net Actual Generation (net electrical MWH produced during the period)

PH = 
Period Hours (number of hours a unit was in the active state)

NMC =
Net Maximum Capacity (capacity a unit can sustain over a specified period when not restricted by ambient conditions or equipment deratings, minus the losses associated with station service or auxiliary loads)
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Attached is a spread sheet with the requested information.
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